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CANADA
Channel Identification
4 x EZMDVO with 1213 Cable
Telecom Closet F.E. Telecom Qutlet N.E.
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- — 85m Series 1213
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SER e STRAND Horizontal Cabling 5 E;stﬁLID ;_F’éiﬁ%
Patch Caord
Cable: Series 1213
Connector: Series EZMDVO
Patch cords: Series PS5 STRAND Pig Tail

Series PS5 SOLID Pig Tail
Series PS5 STRAND

Conclusions

The channel, as described above, was tested in accordance with and to the
requirements of TIA/EIA-568-B.1, dated April 12, 2001 Transmission
Performance Specification for 4 Pair 100 W Category 5e Cabling, and was found
to be in compliance with the indicated applicable requirements.
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